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NOTES

1. See Standard Specifications Section 7-08.3(3) for pipe zone

backfill.

2. Trench width shal
Standard Specifications.

3. For sanitary sewer

fo spring line.

Trench width

be as specified

installation,
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in Section 2-09.4 of the

concrete pipe shall be bedded

N

eve\ggﬁ\\‘

6"

Rise
Pipe zone

T;’OnIS

6" ‘ ‘0085 Rise

PIPE ARCHES

CLEARANCE BETWEEN PIPES
FOR MULTIPLE INSTALLATIONS
MINIMUM
DISTANCE
SIZE
FIPE BETWEEN
BARRELS
CIRCULAR PIPE 127 To 24 Le
(DLAMETER) 30" to 96 DIA/2
102" to 180" 48"
PIPE ARCH 18" to 36" 12"
METAL ONLY 43" to 142" SPAN/3
(SPAN) 148" to 200" 48"

PIPE ZONE BEDDING
AND BACKFILL



